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alternating ports with T/C installed on top,
forward position on individual port walls.
as sub to 02-60456

Complete calibration of OFA flow meters with AIR
MONITOR CORP. technician. Will require use of AIR
Monitor Traverse Probes. All CAMS systems must be
calibrated at OFA 1/3 (570-715 MW), 2/3 (715-855
MW), and Full (855-950 MW) flow conditions. Must
be completed immediately after start-up during
ramp-up.
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Costs for WO #02-60456-0 AND ALL ASSOCIATED SUBS

Part Qty Issued Tot Material Act Act Tot Labor Cost Actual Tot Cost

0.00 0.00 0.00

6,968,696.90 142,986.67 7,111,683.57




